
3.5 CORE 50SQ.MM.PVCA  XLPE AL COND.

CABLE FROM FLOOR PANEL AT METER ROOM

SINGLE    LINE   DIAGRAM   OF    PDB

INSTALLED   AT  2ND. FLOOR IN MAIN

BLDG.

PROJECT :

MAIN BLDG. 2ND. FLOOR AREA

ELECTRICAL JOB

SCALE DATE DRAWN BY CHECKED BY DRG. NO.

EE/SMC/21-22/003

REV. NO.

           00           NTS         21 JAN 2022   S. GHOSHAL

F1

R2

R3

20A

20A

20A

20A 20A

20A

             PDB
( AT  SECOND  FLOOR )
  NEAR  STAIRCASE,

63A  TPN  MCB  AS INCOMER

CLIENT :

PROJECT :

SCALE DATE DRAWN BY CHECKED BY DRG. NO. REV. NO.

           00           NTS   S. GHOSHAL

F1

16A

20A 20A 20A

20A

             8 WAY TPN DB

R 1

20A20A 20A20A

B1

20A20A

R5

R4

R6 R7 R8 Y1 Y2 Y6
Y3

Y4 Y5 Y7 Y8

B2 B3 B4

B5

B6 B7 B8

20 A

DP

MCB

2KVA

INV -1

COMP.

LAB

20 A

DP

MCB

2KVA

INV -2

COMP.

LAB

4+12WAY SPN

MCB DB FOR

COMP. POINTS

4+12WAY SPN

MCB DB FOR

COMP. POINTS

20A

DP

MCB

2KVA

INV 3

MATH.

LAB

4+12WAY SPN

MCB DB FOR

COMP. POINTS

20 A IND.

PLUG. SOCK

FOR AC

COMP. LAB

20 A IND.

PLUG. SOCK

FOR AC

COMP. LAB

O O

O

20 A IND.

PLUG. SOCK

FOR AC

MATH. LAB

20 A IND.

PLUG. SOCK

FOR AC.

O O

O

20 A IND.

PLUG. SOCK

FOR AC

COMP. LAB

20 A IND.

PLUG. SOCK

FOR AC

COMP. LAB

O O

O

16A

2X2.5 + 1.5 SQ.MM. FRLS CU. WIRE IN

RIGID PVC CONDUIT ( MMS ) TO 3 SETS

OF COMPUTER POWER BOARDS IN

LOOPING METHOD FROM EACH OUTGOING

6A MCB

2X2.5 + 1.5 SQ.MM. FRLS CU. WIRE IN

RIGID PVC CONDUIT ( MMS ) TO 3 SETS

OF COMPUTER POWER BOARDS IN

LOOPING METHOD FROM EACH OUTGOING

6A MCB

2X2.5 + 1.5 SQ.MM. FRLS CU. WIRE IN

RIGID PVC CONDUIT ( MMS ) TO 3 SETS

OF COMPUTER POWER BOARDS IN

LOOPING METHOD FROM EACH OUTGOING

6A MCB

2
X

 
4

.
0

 
 
+

 
2

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

2
X

 
4

.
0

 
 
+

 
2

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

2
X

 
4

.
0

 
 
+

 
2

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

2
X

 
4

.
0

 
 
+

 
2

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

2
X

 
4

.
0

 
 
+

 
2

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

2
X

 
4

.
0

 
 
+

 
2

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

TO COMPUTER

ROOM LIGHT &

FAN SW. BD.

.

2
X

 
2

.
5

 
 
+

 
1

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

TO  LIGHT BD.

PASSAGE AREA

2
X

 
2

.
5

 
 
+

 
1

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

SOVARANI MEMORIAL COLLEGE

JAGATBALLAVPUR, HOWRAH

PIN - 711408

16A 16A

TO  LIGHT & FAN

BD. CL.RM. 10

2
X

 
2

.
5

 
 
+

 
1

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

2
X

 
2

.
5

 
 
+

 
1

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

TO  LIGHT & FAN

BD. CL.RM. 10

TO  LIGHT & FAN

BD. CL.RM. 12 MATH

LAB

TO  LIGHT & FAN

BD. CL.RM. 13

2
X

 
2

.
5

 
 
+

 
1

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

2
X

 
2

.
5

 
 
+

 
1

.
5

 
s
q

.
 
m

m
.

c
u

.
 
w

i
r
e

 
i
n

 
P

V
C

 
c
o

n
d

u
i
t
.

16A16A16A16A 16A

16A

16A

16A

16A16A

16A

  M. SAIKAT


